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1Rapid Frequency Response from Smart Loads in
Great Britain Power System
Diptargha Chakravorty, Student Member, IEEE, Balarko Chaudhuri, Senior Member, IEEE,
and Shu Yuen Ron Hui, Fellow, IEEE
Abstract—Flexibility in certain types of loads could be ex-
ploited to provide fast and controllable power reserve if the sup-
ply voltage/frequency is controlled using existing power electronic
interfaces (e.g. motor drives) or additional ones like recently
proposed Electric Springs. Such a load together with its power
electronic interface forms a so called ‘smart load’. Effectiveness
of static smart loads for primary frequency response provision
has been shown in previous papers through case studies on
a segment of the LV/MV distribution network. In this paper,
collective contribution of both static and motor type smart loads
to rapid frequency response provision is demonstrated through
a case study on the Great Britain (GB) transmission system.
The active power reserve available from such smart loads are
quantified and aggregated at each node at the transmission level
(275/400 kV). The study shows that the smart loads collectively
offer a short-term power reserve which is comparable to the
spinning reserve in the GB system and thus can ensure acceptable
frequency deviation and its rate of change (RoCoF) following a
large infeed loss.
Index Terms—Demand response, electric spring, primary re-
serve, rapid frequency response, smart load.
LIST OF ACRONYMS AND SYMBOLS
A. Acronyms
NSG Non-synchronous generator
RFR Rapid frequency response
RoCoF Rate of change of frequency
IM Induction motor
SL Smart load
ES Electric spring
NCL Non-critical load
SSL Static smart load
MSL Motor smart load
B. Symbols
PSL,QSL SL active and reactive power
PES ,QES ES active and reactive power
PNC ,QNC NCL active and reactive power
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VC Supply mains voltage
VNC Voltage across NCL
VES ES injected voltage
θES Angle of VES
∆PSL SL p.u. active power reserve
∆QSL SL p.u. reactive power reserve
kpv,kqv NCL active and reactive power voltage expo-
nents
kpf , kqf IM active and reactive power frequency expo-
nents
Pin IM active power input
I. INTRODUCTION
INCREASING penetration of non-synchronous generators(e.g. wind, PV etc.) would result in drastic reduction of
the system (effective) inertia in future [1]. Moreover, the pos-
sibility of larger and more frequent in-feed losses is likely to
cause unacceptably large variations in grid frequency and it’s
rate of change (RoCoF). Restricting RoCoF within acceptable
limits will be critical to avoid triggering of mains protection
relays based on RoCoF which could lead to cascaded problems
and threaten system security [2].
Non-Synchronous generators (NSGs) like wind farms could
be made to contribute ‘synthetic inertia’ [1] through appropri-
ate modification in converter control although there are certain
challenges in extracting rapid frequency response (RFR) from
offshore wind farms connected through HVDC link [1]. There
is increasing focus on collective participation of loads in grid
frequency regulation under the Demand Side Management
(DSM) or Demand Response (DR) framework [3]–[5]. DR
is typically exercised either through load scheduling based
on price signals [6] or scheduling of delay tolerant loads
or through direct on/off control of thermostatic loads like
refrigerator and freezers [7]–[9]. Other options include loads
with energy storage like electric vehicles (EV) which can
be used in vehicle to grid (V2G) control mode to provide
frequency regulation service [10]. Efforts have been made to
draw synergy between EV charging and wind power schedul-
ing [11]. This can help mitigate the intermittency problem
by using EV as demand response. Primary frequency support
through grid level storage like Battery Energy Storage System
(BESS) has been studied in [12], [13]. However, cost and life
span of battery storage remains an issue.
Most of the conventional demand response methods, with
the exception of thermostatic loads, are tailored for peak
shaving, peak load deferring. On/off control of thermostatic
2loads reduce the average power consumption thereby, provide
grid frequency support in shorter time scales. However, on/off
control can not be used for several other kinds of load like
lighting, large motors etc where the proposed smart load
concept could be useful. A smart load (SL) is a combination of
a non-critical load (which can tolerate wider voltage/frequency
variations for a short period of time) and a power electronic
interface which decouples the load from the supply. Such
decoupling allows the voltage/frequency across the load to
be controlled over a wider range to derive some short-term
power reserve according to their voltage (for static loads) or
frequency (for motor loads) dependence.
Smart loads (static smart loads) require capital investment
in power electronic interface and also incurs power losses.
In certain cases, it could be more appropriate (economically
and otherwise) to deploy one power electronic compensator
to control a cluster of similar non-critical loads (e.g. supply
to an array of street lights or cluster of lighting loads in
an large commercial building). Most smart loads are not
necessarily in continuous operation over 24 hour period. Thus
the power reserve available from smart loads would vary
depending on the time of operation of specific load types. It is
important to note that power reserve from smart loads would
be complemented by the reserve available from other sources
like thermostatic loads or BESS.
The concept of series compensator (Electric Spring) based
smart load was first proposed in [14] followed by several other
papers on dynamic modeling [15], performance analysis [16],
[17] and control [18], [19]. In [20] distributed voltage control
capability of smart load has been compared against STATCOM
while [21] demonstrate the effectiveness of smart loads in
primary frequency control considering only a segment of the
MV/LV network.
In this paper, we present a realistic case study on the Great
Britain (GB) transmission system to quantify the collective
contribution of several smart loads spread around the system.
Many such smart loads would contribute collectively to rapid
frequency control by reacting to the local frequency mea-
surement. It has been established analytically that a ‘fully
decentralized’ control of several (potentially millions) loads
based on locally measured frequency can optimally con-
tribute to primary frequency control without requiring any
coordination/communication [22], [23]. Apart from implicit
coordination through droop control [18], it is not necessary
to coordinate the efforts of multiple smart loads using a
centralized controller.
The scope of this paper includes systematic classification
of GB system industrial and service sector loads as potential
smart load candidates using actual load data for 2013 (avail-
able from Department of Energy and Climate Change [24]).
Domestic sector has not been considered as this study focuses
on the application of SL with large/bulk loads offering higher
load factors instead of individual high power household appli-
ances. The paper is broadly divided into two parts: estimation
of short-term power reserve available from the smart loads
and time domain simulation to asses the aggregated impact of
smart loads on grid frequency regulation and improvement
in RoCoF. Power reserve from candidate loads in the GB
system is estimated separately from static and motor type loads
with conservative figures for different uncertain parameters
like load factor and supply voltage at each bus etc. For the
time domain simulation the power reserve offered by the
candidate smart loads are aggregated at each node at the
transmission level (275/400 kV) while the remaining loads
are represented by their exponential model along with natural
frequency dependence.
Case studies on the GB system show that smart loads are
able to ensure acceptable frequency deviation and its rate
of change (RoCoF) following a large infeed loss. Only high
power loads in the industrial and service sector are considered
in this study which can be extended to domestic loads as
well. Despite all the variability and uncertainty associated with
accurate load representation and distribution, this paper shows
the potential of smart loads in ensuring secure operation of
future low-inertia systems which are likely to experience larger
and more frequent infeed losses.
II. SMART LOAD
A. Concept
Certain loads can tolerate a wider range of variation in the
supply voltage/frequency for short time without any disruption
to consumers. Such loads are henceforth referred to as non-
critical loads (NCL). A smart load (SL) is a combination of
a non-critical load (or a cluster of similar non-critical loads)
and a power electronic interface which decouples the load from
the supply. This way power consumption of the load can be
controlled for short duration based on its voltage (for static
loads) or frequency (for motor loads) dependence.
Use of impedance-type smart loads has been demonstrated
in previous papers [16], [17]. This paper further generalizes
the concept by introducing other types of static smart loads
and also includes the option of drive connected motor loads. A
general schematic of the smart load concept is shown in Fig. 1.
The non-critical load is represented using an exponential
model. The compensator consists of the measurement and
control block together with the converter (Electric Spring) in
case of static smart load (SSL), while for motor smart load
(MSL) it is the drive unit itself.
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Fig. 1. Smart load concept
B. Static Smart Load (SSL)
A static smart load (SSL) is formed by inserting a part rated
power electronic compensator in series between the supply and
a non-critical static load (e.g. heaters, lighting loads) which
can tolerate a wider variation in voltage for a short time. In
response to variations in the measured supply voltage and/or
3grid frequency, the compensator injects a voltage to regulate
the supply voltage while controlling the voltage across the load
and hence, its power consumption to collectively contribute
towards frequency support. Thus a SSL act as controllable ac-
tive (P ) and reactive (Q) power sink providing fast short-term
power reserve (FSPR). The P−Q capability of a SSL depends
on the type of the non-critical load (e.g. voltage dependence,
power factor), permissible voltage variation across it and other
factors described later in the paper. A typical SSL arrangement
is shown in Fig. 2 which is similar to a Unified Power Quality
Conditioner (UPQC).
Converter #1
VES ÐqES 
PES = VESIcosqES
QES = VESIsinqES 
VC
Supply mains
IÐ0
PSL=PNC ± PES
QSL=QNC ± QES
Converter #2
Vdc and Q(=0) control VES and qES control
PES ≈ VESIcosqES
C
VNC
IÐ0
Non-critical load
 PNC=PNC0(VNC/VNC0)
kpv
QNC=QNC0(VNC/VNC0)
kqv
Fig. 2. Smart load with series-parallel converter
The compensator in series with the non-critical load (con-
verter #1) is set to control the magnitude (VES) and phase
angle (θES) of the injected voltage. The other converter (#2)
maintains the dc link voltage (Vdc) and thus, exchange the
active power (PES) of the series converter (#1) with the supply
mains. To reduce the apparent power rating of the parallel
converter (#2) it can be operated at unity power factor (i.e. no
reactive power exchange). The total active (PSL) and reactive
(QSL) power consumption of the smart load is the sum of
non-critical load power and compensator power. However, the
active power supplied (consumed) by the series converter is
equal (neglecting losses) to the power consumed (supplied)
by the parallel converter from the supply mains. Hence, SSL
active power consumption is expected to be equal to that
of non-critical load (i.e. PSL=PNC). Although quite flexible,
such a series-parallel converter arrangement is more suitable
for high power loads or cluster of loads in the industrial and
service sectors. Similar types of NCLs (e.g. lighting loads in
a large commercial building) can be supplied through a single
series-parallel converter configuration.
1) Control of SSL: The control loop for a SSL is shown in
Fig. 3. Deviation (∆f ) of measured frequency (fmeas) from
its reference value (fref ) is used to determine the change in
active power (P∆f ) corresponding to governor action. Droop
gain (D) is used to update the frequency reference (fref )
within the allowed limits of ±0.05 pu. A second loop uses
the measured RoCoF to provide a power term which mimics
the inertial contribution (Pdf/dt). Sum of these two power
terms is weighted according to the R/X ratio of the network
to derive the required change in active (∆PSL) and reactive
(∆QSL) power consumption of the SSL. The smart load model
fmeas
fref
∆f
∆PSL ,
∆QSL
Dead band
VES-ref
θ ES-ref
PI
control 
weighting
D
Smart load 
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Fig. 3. Control of static smart load for grid frequency support
uses ∆PSL, ∆QSL and the measured supply voltage VC
to calculate the reference voltage magnitude (VES−ref ) and
phase angle (θES−ref ) for converter#1. Appropriate limits on
permissible variation in non-critical load voltage (VNC−min,
VNC−max), active (PES−min, PES−max) and reactive power
(QES−min, QES−max) of the compensator are imposed within
the smart load model.
2) Active and Reactive Power Capability: A SSL acts as
a controllable active (P ) and reactive (Q) sink by exerting
control over the injected voltage magnitude VES and phase
angle θES . Its capability depends on the type of non-critical
load, supply/mains voltage (VC) and the limitations imposed
by the converter power rating and maximum permissible
variation in non-critical load voltage (VNC). Fig. 4 shows the
P −Q capability of SSL for different values of kpv and VC
keeping kqv, load power factor and converter rating fixed.
The rating required for individual electric spring would
depend on how many of these are deployed across the system
and also at which level (high power loads at MV or low power
domestic loads at LV level). This has to be considered on a
case by case basis. For the case study reported in this paper, the
apparent power rating of the series converter (SES) is limited
to 20% of the corresponding non-critical load for the nominal
case. As this 20% is chosen somewhat arbitrarily, a rigorous
sensitivity analysis is presented in Fig. 10 (d) to show the
impact of using different converter ratings on available power
reserve.
Fig. 4. P − Q capability of static smart loads (SSL) for different voltage
exponents kpv and supply/mains voltage VC (a)kpv = 0.5,VC = 1
(b)kpv = 2,VC = 1 (c)kpv = 2,VC = 0.95 (d)kpv = 2,VC = 1.05
Range of these capability curves are primarily limited by the
rating of the converter and permissible variation in voltage
(VNC) across the non-critical load. In this study the short-
term variation in VNC is limited to ±20%. In practice, the
voltage tolerance could be tighter depending on the type of
4the load which would result in less overall reserve than what
is demonstrated later in the paper. Nonetheless, the collective
contributions of SLs could play a major role in reducing the
requirement of fast reserve provision from energy storage etc.
The P −Q capability covers all four quadrants enabling any
possible combination of change in active and reactive power
consumption. The capability zone is clipped on one side due
to the constraint on the lower limit of the non-critical load
voltage (VNC > 0.8 pu). However, the effect on the upper
limit of the non-critical load voltage (VNC < 1.2 pu) is not
visible here as the converter rating limit is reached before the
non-critical load voltage limit.
For higher supply/mains voltage, the capability of SSL
increases in all four quadrants. Fig. 4(c)&(d) shows two
different operating conditions for a constant impedance type
(kpv = 2) non-critical load. For VC = 0.95 pu, the capability
is limited to around 0.2 pu along −∆PSL axis due to the lower
limit of VNC . The capability increases for a supply/mains
voltage of VC = 1.05 pu. In this case, the converter rating
limits the capability of the SL along −∆PSL axis.
C. Motor Smart Load (MSL)
Substantial proportion of industrial and service sector loads
are induction motors. Directly connected motors inherently
provide inertial response to the system unlike the drive-
controlled motors which are decoupled from the supply. Ad-
justable speed drives (ASD) are used to control the speed
of the motor for improved performance and better energy
utilization. With subtle modification to the controller, as shown
in Fig. 5, it is possible to use the existing motor drives to
control the power consumption of the motors over a short-
time and thereby, contribute to rapid frequency response when
needed. The proposed modification includes a df/dt loop to
provide inertial response within the ramp rate limits.
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Fig. 5. Motor type smart load with modified drive control
The additional frequency support block is introduced along
with the standard drive control. Measured deviation in grid
frequency and RoCoF is used to modify the supply frequency
reference for the motor. A dead band is used to limit the
inertial response below a predefined setting to avoid negative
impact during the frequency recovery period. The summation
of the two correction signals determine ∆fmot for modifying
the motor drive frequency set point (fmot). The ∆fmot signal
should have a timed cut-off logic (which could be tens of
seconds) to avoid disrupting the steady performance of the
motor. The rate of change of the motor frequency reference in
response to the measured grid frequency variation has to be
limited to avoid excessive regeneration especially, for drives
with passive front-end.
Fig. 6 shows the dynamic response of two types of industrial
motor when the drive frequency is reduced from 50 Hz to 30
Hz following three different ramp rates. For similar ramp rate
the amount of regenerated power is significantly high for a
large motor. This may not be a major concern if the drive has
active front end. But for passive front end drives, this might not
be acceptable. Fig. 6(b) shows that a ramp rate of 40 Hz/sec for
a large induction motor will lead to regenerated power larger
than the nominal rating of the motor. Therefore, for practical
purposes the ramp rate is limited to about 20 Hz/sec [25]. The
settling time for large induction motor is found to be around
1.8 sec corresponding to 20 Hz/sec. This is represented in the
simulation model by introducing a first order time lag.
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Fig. 6. Dynamic response of small and large induction motors
The above mentioned control scheme will enable a MSL to
contribute to rapid frequency response by changing the active
power consumption of the motor according to the measured
grid frequency and RoCoF. A drive controlled motor operating
at a certain frequency (e.g. 45 Hz) would respond to an under-
frequency event by reducing its operating frequency (e.g. down
to 30 Hz) for a few seconds. For over-frequency events, the
motors would enter the constant-power mode beyond 50 Hz
as V/f ratio is no longer maintained [25]. In such cases, the
frequency support loop is disabled and the motor operates with
standard drive control.
Induction motor drives can have either active front end
or passive front end. While active front end provides more
flexibility and the option for slip power recovery, it increases
the cost of the drives significantly. So passive front end (diode)
is commonly used in most drives applications. A passive front
end appears to be a near unity power factor load making the
MSL a controllable active power sink.
III. RESERVE CALCULATION
Active power reserves available from SSL and MSL have
to be aggregated at the transmission level (275/400 kV) to
estimate the system-wide reserve and asses their collective
impact for system frequency support. Capability of individual
SLs depend on the supply/mains voltage apart from other
factors like load type, power factor, converter rating etc.
5Voltage at each node of the MV/LV network would be
different based on the network loading and tap position at
primary substation during different time of the day (e.g. daily
variation, seasonal variation etc.) leading to different capability
of individual SLs. For analytically estimating and aggregating
the available power reserve it is assumed that each node of the
MV/LV network is maintained at a minimum of 0.95 pu. This
assumption provides a conservative estimate of power reserve
for small industrial and commercial customers which, in the
UK, are typically supplied through short cables [26].
A. SSL reserve calculation
The power consumption of the non-critical load at any
particular voltage VNC is calculated using (1). This value of
PNC and QNC is used in (2) to find the consumption of
the smart load as a whole. The difference between the nom-
inal consumption (PSL0) and the actual consumption (PSL)
provides the smart load power reserve, as in (3). However,
there can be multiple solutions of QES for a specific value of
∆PSL which results in SSL capability spanning over a region
(Fig. 4). The maximum power reserve (∆PSL for under-
frequency event) for SSL can be obtained from the P − Q
capability curve assuming VC =0.95 pu, ±20% relaxation of
VNC and the converter rating limited to 20% of the non-critical
load.
PNC = PNC0
(
VNC
VNC0
)kpv
, QNC= QNC0
(
VNC
VNC0
)kqv
(1)
PSL = PNC ± PES , QSL= QNC ±QES (2)
∆PSL = PSL − PSL0,∆QSL= QSL −QSL0 (3)
B. MSL reserve calculation
Active power consumption of induction motors driving
centrifugal loads is highly sensitive to supply frequency. To
represent such motor loads in exponential form the power-
frequency sensitivity exponent (kpf ) should be calculated.
Steps for calculation of kpf include solving the induction mo-
tor equivalent circuit equations using electrical and mechanical
parameters. Solutions were obtained by sweeping the stator
supply frequency over a range while maintaining V/f ratio
constant. The solution provides motor slip (s) corresponding
to each supply frequency which is then used to calculate
the active power (Pin) consumption of the induction motor
using (4),(5). The slope of the active power consumption with
respect to stator frequency variation provides the kpf values.
Symbol D stands for denominator of (4) which is expanded
in (5).
(4)
Pin =
1
D
((VinXm)
2Rr
(1− s)
s
+ (VinXm)
2Rr
+ V 2inRs((
Rr
s
)2 + (Xr +Xm)
2))
(5)
D = (Rs
Rr
s
−Xs(Xm +Xr)−XmXr)2
+ (Rs(Xm +Xr) +Rr
Xs +Xm
s
)2
Here Rs, Xs stands for stator resistance and reactance, Xm
is magnetizing reactance, Rr, Xr are rotor resistance and
reactance and Vin is the IM input voltage.
The induction motor drives have a minimum operating
frequency which varies for different applications. In absence
of precise information, a conservative figure of 30 Hz was
assumed as the lower limit for all motor types. In response to
grid frequency deviation, the drive frequency set point would
be reduced to 30 Hz. Apart from the lower limit of frequency
and the sensitivity exponent (kpf ), power reserve from a MSL
depends on the operating frequency of a particular motor at
the time of disturbance. This means that a motor operating at
50 Hz at the time of disturbance will offer more power reserve
compared to another motor operating at 40 Hz, assuming
similar lower frequency limit and sensitivity exponent.
In this study, the operating frequencies of the motors were
assumed to be normally distributed with a mean value of 50
Hz and a standard deviation of 3 Hz. In Subsection IV-H,
results of sensitivity analysis with different values of standard
deviation and the minimum operating frequency are presented.
By considering the y axis of the cumulative distribution
function (CDF) as percentage of motors connected to a busbar,
we can account for 100% of motors. Corresponding to each
operating frequency from the distribution, the power reserve
values are calculated and added up to find the total power
reserve (∆PSL) available from a specific type of MSL at a
particular node, using (6).
∆PSL =
∑
i P0
[(
fi
f0
)kpf
−
(
fdr
f0
)kpf]
∑
i P0
(6)
In (6), fi corresponds to random operating frequency at the
time of disturbance and fdr stands for minimum permissible
drive frequency, which in this case is assumed to be 30 Hz.
Motors operating above 50 Hz at the time of disturbance do
not contribute to frequency response immediately as those are
in constant power mode. Their speed is reduced below nominal
frequency before they start contributing.
IV. CASE STUDY
In order to evaluate the effectiveness of static and motor
smart loads for grid frequency regulation, a case study was
carried out on the 37-bus reduced equivalent model of Great
Britain transmission network. Alongside the base case (with
present inertia level) a future low inertia scenario was also
considered.
A. Great Britain (GB) Transmission System
The reduced equivalent model of the Great Britain (GB)
transmission system, shown in Fig. 7, consists of 53 syn-
chronous machines and 14 asynchronous machines (wind and
6marine). There are 37 zones each of which is represented
by equivalent generators, shunt devices and loads connected
to a bus. Each of these loads are split into critical (sensi-
tive) and non-critical loads according to the actual GB load
classification data (discussed later in the paper). The non-
critical loads are operated as smart loads. The critical loads are
represented by exponential model with frequency dependence.
Active and reactive power components of the critical loads are
considered to be constant current type and constant impedance
type, respectively [27], [28].
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Fig. 7. Reduced equivalent of Great Britain Transmission System with 37
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B. Service and Industry Sector Loads in Great Britain (GB)
The annual electricity consumption across different sectors
and sub-sectors in GB was used to estimate the power reserve
available from the smart loads. Recent data published by
the Department of Energy and Climate Change (DECC) for
year 2013 [24] (table 1.07) shows that the total electricity
consumption in GB was 26375 ktoe (i.e. 306.74 TWh). The
overall consumption is split between the domestic, service,
industry and transport sectors. Domestic sector (37%) is found
to be the largest consumer while industry (30%) and service
(32%) sector has almost equal share. Transport sector (non-
heat purposes) accounts for only 1% at present but is expected
to have a larger share in future.
The scope of this paper is restricted to only industrial and
service sector loads which can be classified into different
categories based on their specific applications like space
heating, lighting etc. Out of the different categories listed in
[24] (table 1.07), there are certain types like cooking/catering
and computing which are not suitable candidates for smart load
and are excluded from reserve estimation. Table I shows the
TABLE I
SERVICE AND INDUSTRY SECTOR LOADS IN GREAT BRITAIN (GB)
Load
Sector
Load
Category %
Load
Subcategory % LF1
Capacity
(GW)
Service
Space heating 14 100 0.6 2.65
Water heating 4 100 0.6 0.76
Cooling/ ventilation 9 100 0.6 1.71
(32%) Lighting 41 Fluorescent 49 0.6 3.81Halogen 51 0.6 3.96
Other/ critical 32 100 0.6 6.06
Industry
Space heating 8 100 0.8 1.07
Drying/ separation 7 100 0.8 0.93
Industrial motor 32 Large motor 50 0.8 2.13Small motor 50 0.8 2.13
(30%) Compressed air 9 100 0.8 1.20
Lighting 3
Mercury HP2 6 0.8 0.02
Sodium HP2 58 0.8 0.23
Sodium LP3 2 0.8 0.01
Other 34 0.8 0.14
Refrigeration 6 100 1 0.64
Other/ critical 35 100 0.8 4.66
Total installed capacity of loads 32.12
1 Load Factor, 2 High Pressure, 3 Low Pressure
share of different types of loads for the industry and service
sector in GB.
Lighting load is found to have the largest share (41%) within
the service sector while motor loads dominate the industrial
sector accounting for about 32% of the total load. Motors
ranging from 5 HP to 200 HP and above are part of this
category. Loads having specific applications like space heating,
compressed air, refrigeration etc. are also motor type loads
which are shown separately. For both sectors, loads which are
not non-critical are clubbed within the ’other’ category includ-
ing high/low temperature process, cooking/catering, comput-
ing etc.
Industrial and service sector loads can be broadly classified
into three groups: (a) static, (b) motor and (c) thermostatic
loads. Non-motor loads like lighting, computer, cooking etc.
qualify as static type, while all temperature controlled loads
like refrigeration, cooling and ventilation etc. fall under ther-
mostatic type. The purpose of this classification is to figure
out the appropriate mechanism of extracting rapid frequency
response from these loads, the options being (a) continuous
control of non-critical load voltage in SSL framework, (b) con-
tinuous control of motor supply frequency in MSL framework
and (c) on-off control. While on-off control typically offers
maximum power reserve and is effective for thermostatic loads
(due to thermal inertia), it is not necessarily feasible/suitable
for several load types (e.g. lighting, industrial motor).
In recent years, cooling/airconditioning type thermostatic
loads have shifted from directly connected motors to adjustable
speed drive systems [29], [30] which offers the option of
operating those as MSL for rapid frequency response while
using on-off control over longer time scales.
C. Static Smart Load (SSL) Candidates
Industrial and service sector loads presented in Table I are
segregated into static and motor type loads. The candidate
static loads within the two sectors are presented in Table II.
Static load is mostly dominated by lighting load and this can
be attributed to the high percentage of lighting load in service
sector (41%) compared to only 3% in industry. This calls
7for further classification of service sector lighting load [31]
(table 5.14). Retail is found to have the largest share (35%).
Essential public services like health and other emergency
sectors have been excluded from this study. Hence, out of
the total service sector lighting load 87% was considered for
smart load application. Solid state lighting loads like LEDs can
tolerate a wider variation in supply voltage and are therefore,
ideal candidates for smart load application [32]. However, the
UK service and industrial sector in 2013 was dominated by
HID lamps with negligible share of LED lighting. In future,
proportion of LED lighting is expected to increase and it
could then constitute a significant part of the total reserve. For
example, [31] suggests that the entire fleet of street lighting in
the UK (about 1.5 GW) could potentially use LED in future
which would provide significant power reserve with virtually
no disruptive effect.
In Table II column (b) represents 87% of installed capacity
(column (a)) for service sector lighting load and 100% of all
other loads. Figures in column (c) are obtained from Table III
based on the calculation method presented in Section III-A.
The figures in column (d) show the available reserves in
absolute units (GWs) which are obtained by multiplying the
per unit reserve in column (c) with the corresponding smart
load capacity in column (b).
TABLE II
STATIC SMART LOAD (SSL) CANDIDATES
Load
Sector
Load
Category
Installed
Capacity
SSL
capacity
SSL
reserve
(GW) (GW) (p.u.) (GW)
(a) (b) (c) (d)
Service
Water heating 0.76 0.76 0.26 0.20
Fluorescent light 3.81 3.31 0.14 0.46
Halogen light 3.96 3.45 0.22 0.76
Industrial
Mercury HP light 0.02 0.02 0.29 0.01
Sodium HP light 0.23 0.23 0.3 0.07
Sodium LP light 0.01 0.01 0.08 0.00
Fluorescent light 0.14 0.14 0.14 0.02
Drying/separation 0.93 0.93 0.26 0.24
Total static load 9.86 8.85 1.76
Power reserve from lighting loads within different sub-
sectors depend on the type of lighting which determines the
exponent kpv. From [31] (table 5.18), it can be seen that
service sector lighting essentially consists of energy efficient
fluorescent (49%) and halogen (51%) type lamps in almost
equal proportion. Similarly, lighting load in the industrial sec-
tor can be broadly divided into four categories [31] (table 5.18)
whose percentage contribution are shown in Table I. These
lamps have a very strong dependence to voltage change and
requires relatively high minimum voltage (switch-off voltage)
to avoid flickering or turning off. The switch off voltages for
different types of HID lamps [33] suggest that 20% reduction
in terminal voltage is well within the acceptable limit.
D. Power Reserve from Static Smart Loads (SSL)
For each type of static load, typical exponent values
(kpv, kqv) and power factors (pf ), obtained from the literature
[33]–[36] are summarized in Table III. The calculated power
reserves, following the method introduced in Section III-A,
are listed in Table III.
TABLE III
STATIC SMART LOAD EXPONENTS AND CALCULATED POWER RESERVE
Load Type pf kpv kqv Power reserve (p.u.)
Drying 1 1.95 0 0.26
Water heating 1 2 0 0.26
Fluorescent 0.9 1 3 0.14
Halogen 1 1.62 0 0.22
Mercury high pressure 0.98 2.4 6 0.29
Sodium high pressure 0.99 2.5 -4.25 0.3
Sodium low pressure 0.98 0.5 0 0.08
It can be seen that apart from fluorescent and sodium low
pressure lighting loads, other types of SSL can provide around
30% (based on nominal load rating) power reserve for 20%
relaxation in non-critical load voltage. Low power reserve for
fluorescent and sodium low pressure lighting loads is due to
their weak dependence on voltage. Fluorescent lamps tend to
behave as constant current loads for active power consumption
while sodium low pressure lamp is between constant power
and constant current type load. Reactive power of fluorescent
lamp and mercury high pressure lamp is highly sensitive to
terminal voltage (VNC) variation and has a positive slope,
so the reactive demand of the load increases sharply with
increase in VNC . An opposite effect can be seen for sodium
high pressure where the reactive demand decreases sharply
with increase in VNC due the negative exponent kqv.
The total installed capacity of candidate static smart load in
GB system is about 8.85 GW (16.2%) assuming a conservative
load factor of 0.6 for service sector loads and 0.8 for industrial
sector loads [34]. Power reserve contribution from static smart
loads thus amounts to 1.76 GW, which is around 3.22% of total
GB load.
E. Motor Smart Load (MSL) Candidates
From Table I motor loads are selected from industrial and
service sector and presented in Table IV along with what
proportion could be considered as motor smart load (MSL).
These loads are broadly classified into five application areas
e.g. space heating, cooling/ventilation, industrial motor, com-
pressed air and refrigeration. Industrial motor has the largest
share among motor type loads. Since no further classification
data was available, motors under this category were equally
split between large and small industrial motors.
Information available from motor drives vendor in GB sug-
gests that at present, almost 80% of total industrial and service
sector motor loads are direct on-line (DOL) motors. Out of the
remaining 20%, around 30% of the motor drives are for critical
application e.g. servo motor and high precision process loads.
The remaining 14% of the total industrial and service sector
motors can be potentially used as MSL. In Table IV, values
in column (b) represent 14% of installed capacity (column
(a)). Figures in column (c) are obtained from (6), based on
the calculation method presented in Section III-B. The figures
in column (d) show the available reserves in absolute units
(GWs) which are obtained by multiplying the per unit reserve
in column (c) with the corresponding smart load capacity in
column (b).
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MOTOR SMART LOAD (MSL) CANDIDATES
Load
Sector
Load
Category
Installed
Capacity
MSL
capacity
MSL
reserve
(GW) (GW) (p.u.) (GW)
(a) (b) (c) (d)
Service Space heating 2.65 0.37 0.425 0.16Cooling/ventilation 1.71 0.24 0.425 0.10
Industrial
Space heating 1.07 0.15 0.425 0.06
Large motor 2.13 0.30 0.717 0.21
Small motor 2.13 0.30 0.716 0.21
Compressed air 1.20 0.17 0.717 0.12
Refrigeration 0.64 0 0.692 0
Total motor load 11.53 1.52 0.87
F. Power Reserve from Motor Smart Loads (MSL)
The calculated exponents (kpf ), based on the method
presented in Section III-B, are shown in Table V for each type
of motor load. The equivalent circuit parameters like stator re-
sistance and reactance (Rs, Xs), magnetizing reactance (Xm),
rotor resistance and reactance (Rr, Xr) and other parameters
like motor inertia (H), load factor (LF ) and mechanical
load speed-torque coefficient (A) are taken from [34]. For
calculation of kpf generalized load speed-torque characteristic
is used from [37]. Motor data from [34] suggests that industrial
motors (both small and large) have similar load characteristic
as compressor type load (compressed air). Hence, calculated
kpf values are similar for those.
TABLE V
INDUCTION MOTOR PARAMETERS AND CALCULATED EXPONENTS
Motor Type Rs Xs Xm Rr Xr A H LF kpf
Industrial
Motor Small 0.031 0.1 3.2 0.018 0.18 1 0.7 0.6 2.98
Industrial
Motor Large 0.013 0.067 3.8 0.009 0.17 1 1.5 0.8 2.99
Space Heating 0.053 0.083 1.9 0.036 0.068 0.2 0.28 0.6 2.66
Cooling and
Ventilation 0.053 0.083 1.9 0.036 0.068 0.2 0.28 0.6 2.66
Compressed Air 0.013 0.067 3.8 0.009 0.17 1 1.5 0.8 2.99
Installed capacity of MSL accounts for 2.79% of the total
GB load. Total power reserve from MSL amounts to 0.87 GW,
which is around 1.59% of total GB load.
Taking into account the contributions from both SSL and
MSL, the overall power reserve from smart loads is estimated
to be 2.63 GW which is 4.81% of total GB load. This is based
on the conservative figures for load factors and distribution
network node voltages. Estimated power reserve from smart
loads is greater than the present primary (spinning) reserve (1.8
GW) in the GB system. Even if only 50% of the estimated
power reserve is practically realizable, smart loads could turn
out to be effective for rapid frequency response provision.
G. Simulation Results
Time domain simulation results are presented to show the
effectiveness of the smart loads. An under-frequency event was
created at 20 s into the simulation by disconnecting a 2.0 GW
nuclear plant in zone 22. This infeed loss is slightly larger than
the present spinning reserve of the GB network and triggers
the worst possible frequency event. Dynamic responses shown
in Figs 8 and 9 demonstrate that the smart loads improve
frequency regulation and RoCoF which would be crucial in
future low inertia system [1]. Two different scenarios have
been considered for this study: (a) nominal/present inertia and
(b) future low inertia (50% of present inertia).
Fig. 8(a)&(b) compares the dynamic variation in frequency
at disturbance bus and remote bus with normal loads (noSL)
and smart loads (SL). Rapid frequency response offered by
the aggregated smart loads help improve the frequency nadir
and quickly stabilize the grid frequency.
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Fig. 8. Dynamic variation of grid frequency at bus 22 (a) and bus 13 (b);
and RoCoF at bus 22 (c) and bus 13 (d) for present inertia scenario (base
case)
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Fig. 9. Dynamic variation of grid frequency at bus 22 (a) and bus 13 (b);
and RoCoF at bus 22 (c) and bus 13 (d) for future low inertia scenario
Fig. 9 shows that with decrease in system inertia both fre-
quency nadir and RoCoF become worse compared to present
scenario for an identical disturbance. The RoCoF values are
calculated using a 100 ms sliding window [38]. Under present
condition RoCoF is around 0.4 Hz/s as shown in Fig. 8(c)&(d)
which could increase up to 1 Hz/s in future [1]. Smart loads
are effective in improving the RoCoF and frequency nadir even
for the low inertia scenario.
9H. Sensitivity Analysis
Several parameters were assumed while estimating the
power reserve from smart loads in Sections IV-D,IV-F. Results
of sensitivity analysis around those assumed parameters are
presented in this section. Proportion of drive controlled motor
loads is expected to increase in future for improved perfor-
mance and efficiency. Fig. 10 (a) shows the power reserve
available from MSL for increase in drive controlled motors
i.e. reduction in DOL motors from about 80% at present down
to about 50% in the future. Available power reserve increases
significantly with a maximum of around 2.0 GW.
Power reserve from drive based motor loads depend on
the minimum permissible frequency set point (fdr) and the
operating frequency (fi) at the time of disturbance. Fig. 10
(b) shows the power reserve for different values of standard
deviation and minimum drive frequency. The operating fre-
quencies of the motor loads connected to a node are considered
to be normally distributed around a mean value of 50 Hz.
The standard deviation is varied from 1 Hz to 5 Hz for two
separate minimum drive frequencies - 30 Hz and 40 Hz. Since
the minimum drive frequency of all the motors are fixed at
either 30 or 40 Hz, the aggregated power reserve reduces with
increase in standard deviation.
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Fig. 10. Sensitivity of power reserve available from motor smart loads
(MSL) to (a) percentage share of direct online (DOL) motor load (b) minimum
permissible drive frequency and standard deviation of operating frequency of
motor loads. Sensitivity of power reserve available from static smart loads
(SSL) to (c) supply/mains voltage (VC ) and (d) converter rating (SES ).
The capability of SSL depends on several factors including
the rating of the converter, allowable voltage variation across
the non-critical load (VNC), supply mains voltage (VC) etc.
Assuming the converter rating is limited to 20% of the non-
critical load rating, the impact of change in VC and VNC
relaxation limit on the power reserve available from SSL is
shown in Fig. 10 (c). Higher VC and VNC relaxation limit
increases the power reserve from SSL. Any frequency dis-
turbance resulting in terminal voltage increase will positively
contribute towards the SSL capability. However, power reserve
from SSL increase with VC and VNC (relaxation limit) only up
to a certain point beyond which it gets limited by the converter
rating.
Fig. 10 (d) shows the power reserve from SSL for different
VNC relaxation limits and converter ratings (SES) considering
VC = 1.05 pu. Comparison with Fig. 10 (c) clearly suggests
that larger power reserve is obtainable with higher converter
ratings.
V. CONCLUSION
In this paper, the effectiveness of smart loads for rapid
frequency response is demonstrated through a case study on
the Great Britain (GB) power system. The total power reserve
available from the smart loads in GB system was found to be
about 2.6 GW which is more than the present spinning reserve
(1.8 GW). A short-term voltage tolerance of 20% is assumed
for the static non-critical loads to demonstrate the concept. In
practice, this tolerance could be tighter. Nonetheless, the SLs
could collectively provide sufficient reserve to complement (or
reduce the need for) fast reserve provision from energy storage
etc. Simulations show that the smart loads are able to ensure
acceptable frequency deviation and its rate of change (RoCoF)
following a large infeed loss. For static smart loads (SSLs),
additional investment in power electronic interface is necessary
to utilize the power-voltage dependence of appropriate loads.
For drive controlled motors, subtle modification in the control
circuitry can be used to provide power reserve with no
additional power electronics. Reserve from such smart motor
loads (MSLs) will increase significantly in future due to larger
proportion of drive controlled motors.
One concern is that most of the candidate smart loads are
not operational on a continuous (24/7) basis which calls for
power reserve calculation on an hourly basis. Due to non-
availability of accurate hourly power consumption data for
individual load types in the GB system, such results could
not be reported in this paper. Our present work focuses on
using the recorded power profiles at MV substations for load
disaggregation and thus quantifying the power reserve on an
hourly (or half-hourly) basis.
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